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Table (16): Lighting Analyses Room Schedule, Building GS, Whole Building Results – 9am continue. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 9am threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Ground Floor Ground Floor 22 47 m² Yes No 64 31 m² 0 0 m² 36 17 m² 

Ground Floor Ground Floor 23 29 m² Yes No 0 0 m² 0 0 m² 100 29 m² 

Ground Floor Ground Floor 24 44 m² Yes No 82 36 m² 9 4 m² 9 4 m² 

Ground Floor Ground Floor 25 44 m² Yes No 83 37 m² 17 7 m² 0 0 m² 

Ground Floor Ground Floor 26 15 m² Yes No 0 0 m² 0 0 m² 100 15 m² 

Ground Floor Ground Floor 27 50 m² Yes No 94 46 m² 6 3 m² 0 0 m² 

Ground Floor Ground Floor 28 47 m² Yes No 100 47 m² 0 0 m² 0 0 m² 

Ground Floor Ground Floor 29 21 m² Yes No 100 21 m² 0 0 m² 0 0 m² 

Ground Floor Ground Floor 30 9 m² Yes No 0 0 m² 0 0 m² 0 0 m² 

Ground Floor Ground Floor 31 16 m² Yes No 0 0 m² 0 0 m² 100 16 m² 

Ground Floor Ground Floor 32 8 m² Yes No 0 0 m² 0 0 m² 100 8 m² 

Ground Floor Ground Floor 33 12 m² Yes No 0 0 m² 0 0 m² 100 12 m² 

Ground Floor Ground Floor 34 8 m² Yes No 0 0 m² 0 0 m² 100 8 m² 

Ground Floor Ground Floor 35 4 m² Yes No 0 0 m² 0 0 m² 100 4 m² 

Ground Floor Ground Floor 36 3 m² Yes No 0 0 m² 0 0 m² 100 3 m² 

Ground Floor Ground Floor 37 7 m² Yes No 0 0 m² 0 0 m² 100 7 m² 

Ground Floor  Ground Floor  38  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Ground Floor  Ground Floor  39  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Ground Floor  Ground Floor  40  5 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Ground Floor  Ground Floor  41  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Ground Floor  Ground Floor  42  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Ground Floor  Ground Floor  43  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

First Floor  First Floor  44  65 m²  Yes  No  72  47 m²  0  0 m²  28  18 m² 

First Floor  First Floor  45  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

First Floor  First Floor  46  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

First Floor  First Floor  47  318 m²  Yes  No  10  31 m²  0  0 m²  90  287 m² 

First Floor  First Floor  48  42 m²  Yes  No  100  42 m²  0  0 m²  0  0 m² 

First Floor  First Floor  49  14 m²  Yes  No  100  14 m²  0  0 m²  0  0 m² 

First Floor  First Floor  50  24 m²  Yes  No  67  16 m²  0  0 m²  33  8 m² 

First Floor  First Floor  51  24 m²  Yes  No  57  14 m²  0  0 m²  43  10 m² 

First Floor  First Floor  52  13 m²  Yes  No  75  10 m²  0  0 m²  25  3 m² 

First Floor  First Floor  53  45 m²  Yes  No  100  45 m²  0  0 m²  0  0 m² 

First Floor  First Floor  54  48 m²  Yes  No  75  36 m²  0  0 m²  25  12 m² 

First Floor  First Floor  55  48 m²  Yes  No  88  42 m²  0  0 m²  13  6 m² 

First Floor  First Floor  56  48 m²  Yes  No  100  48 m²  0  0 m²  0  0 m² 
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Table (16): Lighting Analyses Room Schedule, Building GS, Whole Building Results – 9am continue. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 9am threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

First Floor  First Floor  57  15 m²  Yes  No  0  0 m²  0  0 m²  100  15 m² 

First Floor  First Floor  58  44 m²  Yes  No  100  44 m²  0  0 m²  0  0 m² 

 First Floor  First Floor  59  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

First Floor  First Floor  60  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

First Floor  First Floor  61  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

First Floor  First Floor  62  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

First Floor  First Floor  63  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

First Floor  First Floor  64  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

First Floor  First Floor  65  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

First Floor  First Floor  66  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

First Floor  First Floor  67  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

First Floor  First Floor  68  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

First Floor  First Floor  69  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

First Floor  First Floor  70  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

First Floor  First Floor  71  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

 Second Floor  Second Floor  72  45 m²  Yes  No  0  0 m²  0  0 m²  100  45 m² 

Second Floor  Second Floor  73  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  74  48 m²  Yes  No  50  24 m²  0  0 m²  50  24 m² 

Second Floor  Second Floor  75  48 m²  Yes  No  67  32 m²  0  0 m²  33  16 m² 

Second Floor  Second Floor  76  48 m²  Yes  No  92  44 m²  8  4 m²  0  0 m² 

Second Floor  Second Floor  77  15 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  78  270 m²  Yes  No  2  4 m²  0  0 m²  98  265 m² 

Second Floor  Second Floor  79  44 m²  Yes  No  88  39 m²  0  0 m²  13  6 m² 

Second Floor  Second Floor  80  65 m²  Yes  No  71  46 m²  0  0 m²  29  19 m² 

Second Floor  Second Floor  81  46 m²  Yes  No  75  34 m²  0  0 m²  25  11 m² 

Second Floor  Second Floor  82  46 m²  Yes  No  63  28 m²  0  0 m²  38  17 m² 

Second Floor  Second Floor  83  9 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  84  20 m²  Yes  No  50  10 m²  0  0 m²  50  10 m² 

Second Floor  Second Floor  85  20 m²  Yes  No  100  20 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  86  14 m²  Yes  No  67  9 m²  0  0 m²  33  5 m² 

Second Floor  Second Floor  87  24 m²  Yes  No  44  11 m²  0  0 m²  56  13 m² 

Second Floor  Second Floor  88  24 m²  Yes  No  25  6 m²  0  0 m²  75  18 m² 

Second Floor  Second Floor  89  13 m²  Yes  No  67  9 m²  0  0 m²  33  4 m² 

Second Floor  Second Floor  90  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Second Floor  Second Floor  91  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 
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Table (16): Lighting Analyses Room Schedule, Building GS, Whole Building Results – 9am continue. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 9am threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Second Floor  Second Floor  92  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Second Floor  Second Floor  93  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Second Floor  Second Floor  94  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

 Second Floor  Second Floor  96  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Second Floor  Second Floor  97  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

Second Floor  Second Floor  98  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Second Floor  Second Floor  99  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Second Floor  Second Floor  100  3 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  101  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Second Floor  Second Floor  102  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Second Floor  Second Floor  103  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  104  45 m²  Yes  No  0  0 m²  0  0 m²  100  45 m² 

Third Floor  Third Floor  105  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  106  48 m²  Yes  No  58  28 m²  0  0 m²  42  20 m² 

 Third Floor  Third Floor  107  16 m²  Yes  No  50  8 m²  0  0 m²  50  8 m² 

Third Floor  Third Floor  108  16 m²  Yes  No  100  16 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  109  15 m²  Yes  No  0  0 m²  0  0 m²  100  15 m² 

Third Floor  Third Floor  110  48 m²  Yes  No  92  44 m²  8  4 m²  0  0 m² 

Third Floor  Third Floor  111  15 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  112  269 m²  Yes  No  2  4 m²  0  0 m²  98  265 m² 

Third Floor  Third Floor  113  44 m²  Yes  No  88  39 m²  0  0 m²  13  6 m² 

Third Floor  Third Floor  114  65 m²  Yes  No  67  43 m²  0  0 m²  33  22 m² 

Third Floor  Third Floor  115  46 m²  Yes  No  69  31 m²  0  0 m²  31  14 m² 

Third Floor  Third Floor  116  46 m²  Yes  No  63  28 m²  0  0 m²  38  17 m² 

Third Floor  Third Floor  117  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Third Floor  Third Floor  118  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Third Floor  Third Floor  119  3 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  120  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Third Floor  Third Floor  121  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Third Floor  Third Floor  122  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  123  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Third Floor  Third Floor  124  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Third Floor  Third Floor  125  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Third Floor  Third Floor  126  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Third Floor  Third Floor  127  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 
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Table (16): Lighting Analyses Room Schedule, Building GS, Whole Building Results – 9am continue. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 9am threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Third Floor  Third Floor  128  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Third Floor  Third Floor  129  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

 Third Floor  Third Floor  130  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Third Floor  Third Floor  131  13 m²  Yes  No  67  9 m²  0  0 m²  33  4 m² 

Third Floor  Third Floor  132  24 m²  Yes  No  25  6 m²  0  0 m²  75  18 m² 

Third Floor  Third Floor  133  24 m²  Yes  No  44  11 m²  0  0 m²  56  13 m² 

Third Floor  Third Floor  134  14 m²  Yes  No  67  9 m²  0  0 m²  33  5 m² 

Third Floor  Third Floor  135  42 m²  Yes  No  100  42 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  136  9 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  137  41 m²  Yes  No  100  41 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  138  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  139  45 m²  Yes  No  100  45 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  140  45 m²  Yes  No  100  45 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  141  46 m²  Yes  No  92  42 m²  8  4 m²  0  0 m² 

 Fourth Floor  Fourth Floor  142  15 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  143  65 m²  Yes  No  0  0 m²  0  0 m²  100  65 m² 

Fourth Floor  Fourth Floor  144  12 m²  Yes  No  67  8 m²  0  0 m²  33  4 m² 

Fourth Floor  Fourth Floor  145  23 m²  Yes  No  38  9 m²  0  0 m²  63  14 m² 

Fourth Floor  Fourth Floor  146  204 m²  Yes  No  0  0 m²  0  0 m²  100  204 m² 

Fourth Floor  Fourth Floor  147  23 m²  Yes  No  44  10 m²  0  0 m²  56  13 m² 

Fourth Floor  Fourth Floor  148  13 m²  Yes  No  67  9 m²  0  0 m²  33  4 m² 

Fourth Floor  Fourth Floor  149  39 m²  Yes  No  100  39 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  150  43 m²  Yes  No  81  35 m²  0  0 m²  19  8 m² 

Fourth Floor  Fourth Floor  151  43 m²  Yes  No  81  35 m²  0  0 m²  19  8 m² 

Fourth Floor  Fourth Floor  152  60 m²  Yes  No  100  60 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  153  42 m²  Yes  No  100  42 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  154  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Fourth Floor  Fourth Floor  155  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Fourth Floor  Fourth Floor  156  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  157  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Fourth Floor  Fourth Floor  158  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Fourth Floor  Fourth Floor  159  3 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  160  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Fourth Floor  Fourth Floor  161  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Fourth Floor  Fourth Floor  162  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 
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Table (5): Lighting Analyses Room Schedule, Building GS, Whole Building Results – 9am continue. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 9am threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

 Fourth Floor  Fourth Floor  163  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Fourth Floor  Fourth Floor  164  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

 Fourth Floor  Fourth Floor  165  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Fourth Floor  Fourth Floor  166  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

Fourth Floor  Fourth Floor  167  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Fourth Floor  Fourth Floor  168  9 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Roof Floor  Roof Floor  169  29 m²  Yes  No  0  0 m²  0  0 m²  100  29 m² 

 

Table (17): Lighting Analyses Room Schedule, Building GS, Whole Building Results - 3pm. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 3pm threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Basement Basements 1 66 m² Yes No 0 0 m² 0 0 m² 100 66 m² 

Basement Basements 2 66 m² Yes No 0 0 m² 0 0 m² 100 66 m² 

Basement Basements 3 67 m² Yes No 0 0 m² 0 0 m² 100 67 m² 

Basement Basements 4 31 m² Yes No 0 0 m² 0 0 m² 100 31 m² 

Basement Basements 5 1206 m² Yes No 12 142 m² 5 59 m² 83 1004 m² 

Basement Basements 6 57 m² Yes No 0 0 m² 0 0 m² 100 57 m² 

Basement Basements 7 31 m² Yes No 0 0 m² 0 0 m² 100 31 m² 

Basement Basements 8 38 m² Yes No 0 0 m² 0 0 m² 100 38 m² 

Basement Basements 9 33 m² Yes No 0 0 m² 0 0 m² 100 33 m² 

Basement Basements 10 9 m² Yes No 0 0 m² 0 0 m² 100 9 m² 

Basement Basements 11 25 m² Yes No 0 0 m² 0 0 m² 100 25 m² 

Basement Basements 12 41 m² Yes No 0 0 m² 0 0 m² 100 41 m² 

Ground Floor Ground Floor 13 47 m² Yes No 93 43 m² 7 3 m² 0 0 m² 

Ground Floor Ground Floor 14 343 m² Yes No 18 63 m² 0 0 m² 82 281 m² 

Ground Floor Ground Floor 15 11 m² Yes No 50 5 m² 50 5 m² 0 0 m² 

Ground Floor Ground Floor 16 15 m² Yes No 80 12 m² 20 3 m² 0 0 m² 

Ground Floor Ground Floor 17 15 m² Yes No 80 12 m² 20 3 m² 0 0 m² 

Ground Floor Ground Floor 18 11 m² Yes No 100 11 m² 0 0 m² 0 0 m² 

Ground Floor Ground Floor 19 46 m² Yes No 92 43 m² 8 4 m² 0 0 m² 

Ground Floor Ground Floor 20 9 m² Yes No 0 0 m² 0 0 m² 0 0 m² 

Ground Floor Ground Floor 21 48 m² Yes No 46 22 m² 0 0 m² 54 26 m² 
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Table (17): Lighting Analyses Room Schedule, Building GS, Whole Building Results - 3pm. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 3pm threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Ground Floor Ground Floor 22 47 m² Yes No 86 41 m² 0 0 m² 14 7 m² 

Ground Floor Ground Floor 23 29 m² Yes No 0 0 m² 0 0 m² 100 29 m² 

Ground Floor Ground Floor 24 44 m² Yes No 64 28 m² 0 0 m² 36 16 m² 

Ground Floor Ground Floor 25 44 m² Yes No 100 44 m² 0 0 m² 0 0 m² 

Ground Floor Ground Floor 26 15 m² Yes No 0 0 m² 0 0 m² 100 15 m² 

Ground Floor Ground Floor 27 50 m² Yes No 94 46 m² 0 0 m² 6 3 m² 

Ground Floor  Ground Floor  28  47 m²  Yes  No  88  41 m²  0  0 m²  13  6 m² 

Ground Floor  Ground Floor  29  21 m²  Yes  No  75  15 m²  0  0 m²  25  5 m² 

Ground Floor  Ground Floor  30  9 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Ground Floor  Ground Floor  31  16 m²  Yes  No  0  0 m²  0  0 m²  100  16 m² 

Ground Floor  Ground Floor  32  8 m²  Yes  No  0  0 m²  0  0 m²  100  8 m² 

Ground Floor  Ground Floor  33  12 m²  Yes  No  0  0 m²  0  0 m²  100  12 m² 

Ground Floor  Ground Floor  34  8 m²  Yes  No  0  0 m²  0  0 m²  100  8 m² 

Ground Floor  Ground Floor  35  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Ground Floor  Ground Floor  36  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Ground Floor  Ground Floor  37  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Ground Floor  Ground Floor  38  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Ground Floor  Ground Floor  39  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Ground Floor  Ground Floor  40  5 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Ground Floor  Ground Floor  41  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Ground Floor  Ground Floor  42  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Ground Floor  Ground Floor  43  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

First Floor  First Floor  44  65 m²  Yes  No  67  43 m²  0  0 m²  33  22 m² 

First Floor  First Floor  45  46 m²  Yes  No  92  42 m²  0  0 m²  8  4 m² 

First Floor  First Floor  46  46 m²  Yes  No  92  42 m²  0  0 m²  8  4 m² 

First Floor  First Floor  47  318 m²  Yes  No  10  31 m²  0  0 m²  90  287 m² 

First Floor  First Floor  48  42 m²  Yes  No  100  42 m²  0  0 m²  0  0 m² 

First Floor  First Floor  49  14 m²  Yes  No  100  14 m²  0  0 m²  0  0 m² 

First Floor  First Floor  50  24 m²  Yes  No  100  24 m²  0  0 m²  0  0 m² 

First Floor  First Floor  51  24 m²  Yes  No  86  21 m²  0  0 m²  14  3 m² 

First Floor  First Floor  52  13 m²  Yes  No  100  13 m²  0  0 m²  0  0 m² 

First Floor  First Floor  53  45 m²  Yes  No  100  45 m²  0  0 m²  0  0 m² 

First Floor  First Floor  54  48 m²  Yes  No  88  42 m²  0  0 m²  13  6 m² 

First Floor  First Floor  55  48 m²  Yes  No  88  42 m²  0  0 m²  13  6 m² 

First Floor  First Floor  56  48 m²  Yes  No  100  48 m²  0  0 m²  0  0 m² 
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Table (17): Lighting Analyses Room Schedule, Building GS, Whole Building Results - 3pm. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 3pm threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

First Floor  First Floor  57  15 m²  Yes  No  0  0 m²  0  0 m²  100  15 m² 

First Floor  First Floor  58  44 m²  Yes  No  100  44 m²  0  0 m²  0  0 m² 

First Floor  First Floor  59  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

First Floor  First Floor  60  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

First Floor  First Floor  61  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

First Floor  First Floor  62  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

First Floor  First Floor  63  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

First Floor  First Floor  64  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

First Floor  First Floor  65  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

First Floor  First Floor  66  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

First Floor  First Floor  67  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

First Floor  First Floor  68  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

 First Floor  First Floor  69  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

First Floor  First Floor  70  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

First Floor  First Floor  71  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  72  45 m²  Yes  No  0  0 m²  0  0 m²  100  45 m² 

Second Floor  Second Floor  73  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  74  48 m²  Yes  No  50  24 m²  0  0 m²  50  24 m² 

Second Floor  Second Floor  75  48 m²  Yes  No  67  32 m²  0  0 m²  33  16 m² 

Second Floor  Second Floor  76  48 m²  Yes  No  100  48 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  77  15 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  78  270 m²  Yes  No  2  4 m²  0  0 m²  98  265 m² 

Second Floor  Second Floor  79  44 m²  Yes  No  38  17 m²  0  0 m²  63  28 m² 

Second Floor  Second Floor  80  65 m²  Yes  No  38  24 m²  0  0 m²  63  40 m² 

Second Floor  Second Floor  81  46 m²  Yes  No  69  31 m²  0  0 m²  31  14 m² 

Second Floor  Second Floor  82  46 m²  Yes  No  69  31 m²  0  0 m²  31  14 m² 

Second Floor  Second Floor  83  9 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  84  20 m²  Yes  No  75  15 m²  25  5 m²  0  0 m² 

Second Floor  Second Floor  85  20 m²  Yes  No  88  18 m²  13  3 m²  0  0 m² 

Second Floor  Second Floor  86  14 m²  Yes  No  100  14 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  87  24 m²  Yes  No  89  21 m²  0  0 m²  11  3 m² 

Second Floor  Second Floor  88  24 m²  Yes  No  75  18 m²  0  0 m²  25  6 m² 

Second Floor  Second Floor  89  13 m²  Yes  No  100  13 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  90  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Second Floor  Second Floor  91  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 
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Table (17): Lighting Analyses Room Schedule, Building GS, Whole Building Results - 3pm. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 3pm threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Second Floor  Second Floor  92  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Second Floor  Second Floor  93  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Second Floor  Second Floor  94  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Second Floor  Second Floor  95  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Second Floor  Second Floor  96  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Second Floor  Second Floor  97  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

Second Floor  Second Floor  98  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Second Floor  Second Floor  99  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Second Floor  Second Floor  100  3 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Second Floor  Second Floor  101  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Second Floor  Second Floor  102  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Second Floor  Second Floor  103  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  104  45 m²  Yes  No  0  0 m²  0  0 m²  100  45 m² 

Third Floor  Third Floor  105  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  106  48 m²  Yes  No  67  32 m²  0  0 m²  33  16 m² 

Third Floor  Third Floor  107  16 m²  Yes  No  50  8 m²  0  0 m²  50  8 m² 

Third Floor  Third Floor  108  16 m²  Yes  No  100  16 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  109  15 m²  Yes  No  0  0 m²  0  0 m²  100  15 m² 

Third Floor  Third Floor  110  48 m²  Yes  No  100  48 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  111  15 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  112  269 m²  Yes  No  2  4 m²  0  0 m²  98  265 m² 

Third Floor  Third Floor  113  44 m²  Yes  No  31  14 m²  0  0 m²  69  31 m² 

Third Floor  Third Floor  114  65 m²  Yes  No  42  27 m²  0  0 m²  58  38 m² 

Third Floor  Third Floor  115  46 m²  Yes  No  69  31 m²  0  0 m²  31  14 m² 

Third Floor  Third Floor  116  46 m²  Yes  No  63  28 m²  0  0 m²  38  17 m² 

Third Floor  Third Floor  117  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Third Floor  Third Floor  118  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Third Floor  Third Floor  119  3 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  120  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Third Floor  Third Floor  121  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Third Floor  Third Floor  122  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  123  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Third Floor  Third Floor  124  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Third Floor  Third Floor  125  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Third Floor  Third Floor  126  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 
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Table (17): Lighting Analyses Room Schedule, Building GS, Whole Building Results - 3pm. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 3pm threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Third Floor  Third Floor  127  3 m²  Yes  No  0  0 m²  0  0 m²  100  3 m² 

Third Floor  Third Floor  128  2 m²  Yes  No  0  0 m²  0  0 m²  100  2 m² 

Third Floor  Third Floor  129  5 m²  Yes  No  0  0 m²  0  0 m²  100  5 m² 

Third Floor  Third Floor  130  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Third Floor  Third Floor  131  13 m²  Yes  No  100  13 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  132  24 m²  Yes  No  75  18 m²  0  0 m²  25  6 m² 

Third Floor  Third Floor  133  24 m²  Yes  No  89  21 m²  0  0 m²  11  3 m² 

Third Floor  Third Floor  134  14 m²  Yes  No  100  14 m²  0  0 m²  0  0 m² 

Third Floor  Third Floor  135  42 m²  Yes  No  81  34 m²  19  8 m²  0  0 m² 

Third Floor  Third Floor  136  9 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  137  41 m²  Yes  No  100  41 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  138  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  139  45 m²  Yes  No  92  41 m²  0  0 m²  8  4 m² 

Fourth Floor  Fourth Floor  140  45 m²  Yes  No  100  45 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  141  46 m²  Yes  No  100  46 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  142  15 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  143  65 m²  Yes  No  0  0 m²  0  0 m²  100  65 m² 

Fourth Floor  Fourth Floor  144  12 m²  Yes  No  100  12 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  145  23 m²  Yes  No  100  23 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  146  204 m²  Yes  No  0  0 m²  0  0 m²  100  204 m² 

Fourth Floor  Fourth Floor  147  23 m²  Yes  No  89  21 m²  0  0 m²  11  3 m² 

Fourth Floor  Fourth Floor  148  13 m²  Yes  No  100  13 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  149  39 m²  Yes  No  100  39 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  150  43 m²  Yes  No  81  35 m²  0  0 m²  19  8 m² 

Fourth Floor  Fourth Floor  151  43 m²  Yes  No  81  35 m²  0  0 m²  19  8 m² 

Fourth Floor  Fourth Floor  152  60 m²  Yes  No  96  57 m²  0  0 m²  4  2 m² 

Fourth Floor  Fourth Floor  153  42 m²  Yes  No  69  29 m²  0  0 m²  31  13 m² 

Fourth Floor  Fourth Floor  154  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Fourth Floor  Fourth Floor  155  10 m²  Yes  No  0  0 m²  0  0 m²  100  10 m² 

Fourth Floor  Fourth Floor  156  2 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  157  7 m²  Yes  No  0  0 m²  0  0 m²  100  7 m² 

Fourth Floor  Fourth Floor  158  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Fourth Floor  Fourth Floor  159  3 m²  Yes  No  0  0 m²  0  0 m²  0  0 m² 

Fourth Floor  Fourth Floor  160  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 

Fourth Floor  Fourth Floor  161  4 m²  Yes  No  0  0 m²  0  0 m²  100  4 m² 
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Table (17): Lighting Analyses Room Schedule, Building GS, Whole Building Results - 3pm. 

Level Name Number Area 
Include In 
Daylighting

Automated 
Shades 3pm threshold results 

      
within 
threshold 

above 
threshold 

below 
threshold 

      % Area % Area % Area 

Fourth Floor  Fourth Floor  162  3 m²  Yes  No  0 0 m²  0  0 m²  100 3 m² 

Fourth Floor  Fourth Floor  163  2 m²  Yes  No  0 0 m²  0  0 m²  100 2 m² 

Fourth Floor  Fourth Floor  164  2 m²  Yes  No  0 0 m²  0  0 m²  100 2 m² 

Fourth Floor  Fourth Floor  165  3 m²  Yes  No  0 0 m²  0  0 m²  100 3 m² 

Fourth Floor  Fourth Floor  166  5 m²  Yes  No  0 0 m²  0  0 m²  100 5 m² 

Fourth Floor  Fourth Floor  167  10 m²  Yes  No  0 0 m²  0  0 m²  100 10 m² 

Fourth Floor  Fourth Floor  168  9 m²  Yes  No  0 0 m²  0  0 m²  0 0 m² 

Roof Floor  Roof Floor  169  29 m²  Yes  No  0 0 m²  0  0 m²  100 29 m² 

 

 

Revit Photos 
 

 
Photo 1: building (GS) Front side 
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 Photo 2: building (GS) north side view 

 
 

 
Photo 3: building (GS) south side view 
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Photo 4: building (GS) internal shot (lecture rooms, basement) 

 
Photo 5: building (GS) internal shot(basement) 
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Photo 6: building (GS) internal shot (reception) 

 
 
 

 
Photo 7: building (GS) internal shot (ground floor) 
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Photo 8: building (GS) internal shot (stairs) 

 

 

Photo 9: building (GS) exterior shot 
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 الملخص:
الكبیرة، أحدھا ھو النقص في الموارد الغیر متجددة والذي یفرض الحاجة  تواجھ البشریة ھذه الأیام العدید من التحدیات

الاقتصاد لى ذلك ا حتیاجات الیومیة الأساسیة وتوفیر أكبر احتیاطي لخدمة الأجیال المستقبلیة. إضافةلإیجاد حلول خلاقة لتلبیة الا
  مرتبطة بھا. العالمي أصبح مقیدا بتكالیف الطاقة ومدى توافرھا والقوانین البیئیة ال

 ةتسعى العدید من الدول وخصوصا الدول النامیة مثل مصر الى دعم منشآت تزوید الطاقة وتوفیر مقاییس لتحدید مسال
الاحتیاجات. مع استمرار تحدي تغییر المناخ، ھناك المزید من الدول تطبق معاییر لتخفیض استھلاك الطاقة وانبعاثات غازات 

كحالة للدراسة . ركز   (A,B,GS) ةالدفیئة. تم استخدام مباني الأكادیمیة العربیة للعلوم والتكنولوجیا والنقل البحري فرع القاھر
مجالات لإعادة تھیئھ المباني لتكون أكثر ملائمة بیئیا. تشتمل ھذه المجالات على استھلاك الطاقة البحث على تفحص بعض ال

یض استھلاك تبین انھ من الممكن تخف والتكالیف التشغیلیة وانبعاثات غازات الدفیئة. من خلال تحلیل البیانات المجمعة من المباني
التشغیلیة للمبنى وانبعاثات الغازات وبشكل أساسي غاز ثاني أكسید الكربون وینتج عن ذلك تخفیض التكالیف  %29الطاقھ بنسبة 

بھا داخل المباني سیؤدي الى تحسین إنتاجیة  ممارسات المباني الخضراء الموصى، إضافة الى ان تطبیق %28.97بنسبة 
  الموظفین.

ھ تحلیل للإضاءة الطبیعیة لتحدید نسب لعمل نموذج ثلاثي الابعاد للمباني واجراء عملی )Revitتم توظیف برنامج ال (
  للمبنى من اجل زیادة الاعتماد علیھا وتقلیص الحاجة للإضاءة الصناعیة وتخفیض التكالیف. الطبیعیة داخلالإضاءة 

 


